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PURPOSE 

The purpose of the study was t o  aid i n  developing the 
des~gns of the penstock entrance and lower bend for 
the Third Powerplant at Grand Coulee Dam 

RESULTS 

1. The entrance curve of the initial penstock entrance 
was too abrupt as shown by the high head loss (0.19 
h,) and the pressure drop coefficients. Figure 6. 

2. Replacing the abrupt entrance curve with a longer 
more gradual curvp reduced the head loss'coefficient to 
0.14. The pressure distribution on the entrance 
boundaries was also im?roved. Figure 8. 

3. To  reduce the overall cost of the structure, tile 
height-to-width ratio of the entrance was changed from 
2:l to 1-1/2:1. With the same gradual entrance curves 
used in the modified original entrance the head loss 
coefficient dropped to 0.13. Pressure distribution on 
the boundaries was about the same. 

7. The proposed trashrack will add to the headioss, 
bur should not cause significant difference in the 
pressure drop or velocity distribution in the entrance. 

8. A smaller model with an entrance area to penstock 
area ratjo o f  0.9: 1 was also tested. In all tests this 
entrance showed poorer h$drauiic conditions. 

9. Three types of lower bends were investigated. No 
particular comparative hydraulic advantages were 

Although these tests were perfp~p~ed, to aid in the ; 

development of the pe6~;o~ki  f o r - the~randcou lee  
Third Powerplant. the dara have been presented i n  a 

 dimensionless form that can be used in the desiy of : 

other low velocity conduits or penstockentrances. 
-, 

INTRODUCTION 1 

and top was tested. Figure 15. The head l ( ~  and Three hydraulic model studies were made during the 
pressure drop coefficients, the Pressure f lucthions, development of the Third Powerplant design. The first 
and the velocity distribution were slightly improved study was to confirm the design of the forebay channel 
with the flared entrance. However, turbulence in the and tailrsce for both 6. and 12-unit configurations. The 
penstock was much worse. Because of the excessive results of'this study have been reported in Report No. 
turbulence and the larger Size stoplogs required, a REC.ERC.73.2, "Hydraulic Model Studies for Grand 
symmetrical entrance for PrOtOtVpe installation was Coulee Third Powerpl&t Forebay and Tailrace 

Grand Coulee Dam i s  on the Columbia River about 90 
4. Vortex tendencies were about the same for both miles (l+, 'km) west spokane, washington, ~h~ >.. 

entrances a;id..indicated that there might be vortex original dam was constructed during the period 1933 
action within the anticipated operating limits. t o  1942. The primary hydraulic features of the,&n_, 

include a spillway, muitiple outlet works, a pow$rplant- 
5. The recommended entrance based on a smaller on each abutment. and a pump-stofage facility in the 
bellmouth, a ?.1/2:1 height-to-width ratio, and leftabutment. ... 
incorporating necsssarv structural considerations was 
constructed f o r  the model. Figure 11. The head loss The Columbia River Treary with Canada made possible 
coefficient with this configuratton was 0.08, Figure 12. additional storage capacity upstream from Grand 

Because of the fiat surface at the start of theentrance- :. Coulee Dam. Previously, water has been wasted over 
curves, the pressure distribution on the boundaries was the spillway. Therefore, the Third Powerplant was 
not as good as in the previous designs, Figure 13. conceived to utilize this flow and become a profitable 
Pressure fluctuation on the boundaries was also addition to the Grand Coulee complex. 
adversely affected by the geometry. particularly with 
asymmetrical approach flow, but was not considered Based on current 11074) planning, the Third 
unsatisfaitory. Velocity distribution in the penstock Powerplant. Figure 1, will have an ultimate capacity of 
was very good. Figure 14.. There was some turbulent more than 8,lDD megawatts (MW) through 12 
flow in the penstock with asymmetrical approach flow. generating units. Six units are authorized. Three 

600.MW units a r  now under construction and the 
6. To try to alleviate some of the adverse flow other three authorized units will be increased in size to 
conditions found with asymmetrica! approach flow, an 700 MW!, 
entrance with flared entrance curves on the left side 



Channels," by 0. L. King. The second studv was to aid 
in the development of the penstock design and i s  the 
~ ~ l b j e c t  of this report. The t l ~ i r d  st~tcly was to 
dctcrmine the vortex characteristics o i  the forebay 
charinel and tailrace. The results of thc vortex study is 
contained in a report by E. R.  Zeigler entitled, 
"Hydraulic Model Vortex Tests-Grarirl Cc.:rlee T h i ~ d  
Pow?rnlan t." 

'The s t~~d ies  described herein vJere performed on a 
1:41.71 scale model of the penstock and inciudrd the 
I ~ O ~ I S I L ~ <  cntrance: transition between the entrance and 
PCIIF~UC~; and the pcnstock, including 111e two vertical 
bends, down to the scrollci~se, Figurf 2. 

Thc 40-foot (12.18-meter) diameter penstock was 
rcprescnted b;, 11.5.inch (39.6.cml diameter clear 
plastic pipe. The penstock entrance and the elbows 
were also constructed of clear plastic. Water was 
supplied to  the model penstock entrance through a 
12-foot (3.7-meter) square by 14-foot (4.3.mcterl high 
ta~!k  to represent f low from the reservoir. 

Discharge quantities were measured with Venturi 
meters in the permanent laboratory supply system. 
Pressures were measured by piezometers connected to 
open tubc water manometers or pressure transducers. 
Velocity measurements in the penstock were made by 
p i to t  cylinders connected to  water manometers. 
Turbuience determinations were abtained by placing a 
pressure transducer on the impact lead of the pitot 

Figure 2. 1:41.74 wale model af pcnstock. Photo 
P1222-D.74685 

cylinder and recording the instantaneous f luct~lations 
on an ossillograph. Reservoir ?levations and ambient 
prEssures in the penstocks were obtained by 
pie7anteters colinecied to  water manometers. 

TIC model was designed and all test results were 
maly?cd on the basis o f  the Froude relationship. The 
lilnited v c r t ~ x  observations repor!cd were also made 
with the penstock discharge (and flow velocityl based 
on the Froi'tle relationship. Some authorities believe 
ti.r vortex characteristics should be studied on an 
equal velocity bnsis, which would require that the 
n!odel penstock flow velocity be the same as the 
probrype ve !~c i t v ,  or for  this study, 27.7 ftlsec (8.5 
meters). This would have required a rrodel discharge o f  
aln:osl 211 cis 10.57 c!! m/rccl, which could not  be 
attained i t 1  this lest facility. 

In  1966, a Value Engineering Tearn was formed i n  the 
Engineering and Research Center in Denver to  
systematically analyze the procedures used to design a 
penstock cntrance. 5119 team concluded that the then 
current design practices could iz mcd i f~cd  to  provide a 
substantial reduction in costs without sacrificing the 
basic functions or safety of the xructure. lncludecl i n  
the recommcrtded modifications were reductions i n  the 
size of the bellmouth entrance and gate and 
simplification of the entrance cwves. 

The modified design principles recommended by the 
team were used in the design of the penstock entrances 
for the Third Powerplant. Since tlris design was i 
departure f rom accepted practices, hydraulic model 
studies were used to  aid in developing the entrance and 
to  verify the design of the entrance, transition. and 
penstock down to  the scrollcase. 

Preliminary Entrance Studies 

Initial entrance.-The initial entrance utilized a verv 
small, simple radius, bellmouth entrance curve, a gate 
section with a height-to-width ratio of 2:?, a gate 
area-to-penstock area ratio o f  1.00, and a constant area 
transition between the gate section and the penstock. 
Figure 3. 

The head loss through the entrance and the pressure 
distribution on the entrance boundary surfaces were 
evaluated. The head loss was measured from the 
reservoir t o  a point  midway between the end of the 
transition and the start of the curve (P.C.) of the upper 
penstock elbow. Figure 4. This measurement included 
the losses caused by  the bellmouth entrance curve, the 







gate section, and the rectangular-to-circular transition; 
no'attempt was made to  separate the form loss and the 
friction loss. Since the loss designated as the entrance 
loss was measured in a comparatively short length of 
the struc:ure, it probably did not truly represent the 
total loss caused by this portion of the structure and 
should be considered a qualitative measurement used 
to  compare various configurations. (Note: The loss is 
the reservoir elevation minus the sum of the 
piezometric elevation pressure head and velocity head 

: at the downstream station.) For convenience the head 
loss has been converted to a loss coefficient by dividing 
the total loss by the velocity head (hvl of the flow in 
the penstock. In  turn, this coefficient has;been related 
to t h e  'Reynolds number p f  the flow in the model 
penstock. The Reynolds number for the model ranged 
from 3.0 x 10' t o  1.4 x 10" [Model discharge rsnge 
2.5 t o  12.3 cfs (0.07 to .35 cu mlsecl.1 

For the initial structure, the head loss ranged from 
0.325 h, at the low Reynolds number to 0.190 hv at 
the high Reynolds number. The stcep slope o f  the loss 
coefficient curve indicated that the coefficient would 
probab!y become smaller i f  i t h a d  been possible to  
discharge a larger flow quantity through, the model 
penstock. ~ 

The second measurement obtained to  evaluate the 
entrance was the pressure distribut~on on the f low 
surfaces. Piezometers were located along the roof 
centerline and left side centerline f rom the P.T. of the 
entrdnce curve to a short distanse into the 
rectangular-to-circular trans~tion, Figure 5. 

PART ELEVATION ALONB TOP 5 

The pressures have been converted to pressure drop 
coefficients: which is the drop from the reservoir 
elevation t o  the piezometer pressure head elevation 
divided by the velocity head of the f low in the 
penstock. The pressure drop cwfficients for the initial 
entrance are shown on Figure 6. Thecurves~how an 
extreme pressure drop on both the roof and side of the 
entrance. The pressure drop coefficient wasabout 2.4 

" at the downstream tangent point (P.T.) o f  the entrance 
curve and abruptly dropped to about 1.5 immediately 
downstream from the gate slot near the end of the 
rectangular section. The coefficients then gradually fell 
and leveled off at about 1.2 in the transition. The 
measurements indicated that the entrance curve was 
muc i~  too sharp and the flow might separate from the 
sidewalls at the entrance. A short distance downstream 
f r o m  the entrance ( a t  t he  start of the 
rectangular-to-circular transkion) the pressure drop 
coefficients decreased in value and eventually reflected 
the friction energy loss and change in velocity. The 
drop coefficiect of 2.4 was equivalent to a pressure 
drop at the entrance of about 29 feet (8.8 meters) for 
normal penstock operation., Downstream.2yhere the 
curves had stabilized, the pressure drop was about 
14-112 feet (4.4 meters1 which is about the same asthe 
sum of the measured friction energy loss between the c2- 
two points and the velocity head i n  the penstock. 

Observations were made to  determine the reservoir 
elevation at which vortices would be likely to appear 

Figure 5. Piezorneter iocatianr, initial entrance. Figure 6. Pressure drop coefficients, initial design. 



over the entrance. For rhes ol;ssrvations, a discharge f!ow surfaces also showed a considerable improvement. 
of about 50,000 cfs (1.400 cu mfssct was used. This On the roof centerline the pressure drop &efficient 
flow produced a model velocity of about 6.2 ftlssc was about 1.0 at the entrance, reduced to about 0.6 
(1.8 mlsec) equivalent to a Protowpe veiocify of - near the start of the rectangular-to-circular rrinsition, 
almost 40 ftlsec 112 mlsecl. [Thsdesign flow had not and then 'gradually increased to about 1.1 in the 
been finalized at the time of these initial studies and transition, Figure 8. The pressure distribution on the 
was eventually set  at 34,850 cfs (986 cu mlsec), giving side'renterline showed a slightly different trend. The 
a flow velocify of about 27.7 ftfsec (8.4 m/xc) in the pressure drop coefficients were about 1.3 at the . 
penstock.1 This test showed that the initial small swirls entrance, slightly declined to  1.2 a short distance inside 
appearing over the entrance at reservoir elevation 1262 the entrance, and gradually increassd to  1.3 at the start 
[ I 22  feet (37.2 meters) above the entrance centerline] Of the transition. In h e  transition the coefficients 
developed into constant strong (well-formed) vortices decreased to a minimum value of about 0.95 before 
when the reservoir fell to elevation 1239. starting an increase to about 1.15. 

Maximum reservoir water surface wiil be at elevation The vortex characteristics were slightly improved with 
1290 and minimum reservoir water surface will be this entrance. A t  the same test discharges used for the 
1208. The well-formed vortices that formed at initial entrance, a very slight tendency (intermittent.) 
elevation 1239 in the model suggestthat air-entraining for a vortex to form over the entrance was noted at 
vortices could form in the prototype structure at or reservoir elevation 1260, the same asnoted previously. 
near the same reservoir elevation. Howuer, the strong, steady vortex did not appear until 

reservoir elevation 1230 was reached, about 9 feet 12.7 
First modification.-The 2:l height-to.width ratio was meters) lower than with the initialentrance. 
retained, but a bellmouth entrance curve with a 
compound radius replaced the simple, radius of the Second modification.-The entrance curve was 
initial entrance, Figure 7. In  effect, the beiimouth modified by adding modeling clay to provide a more 

distribution on the flow surfaces. 

The head loss coefficient ranged from about 0.103 at a However, the head loss coefficients were essentially 
Reynolds number of 3 x los  to 0.138 at a Reynolds unchangedfrom the first modification. 
number of 1.4 x lo6, a significant improvement over 
the initial entrance. The pressure distribution on the Third modification.-A moreeconomical entrance war 

0 1 U i * I i O N  <U*l.E i CUP?& * mev1 , r u s v i  4 
believed to be achievable,if the h,ight.width ratio was 
changed to  1-112:l. Also this would allow for greater 

Me!< 

Yd : P r e I I Y I P  dm. f rom i.,.,YOI 70 piaz0mat.r. 

V i Y e I o c i f y  in conduif 
L ;HQri2ontd dlllnnLC i l D n  f m e  at Bntronce fo  

Piezonatarl. 
0 =Conduit dlornster 

PENSTOCK ENTRANCE 

Figure 7. Comparison of portal curves. Figure 8. Preriure drop coefficients, first modification. 
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dropped to  elevation 1230, about the same as with the 
first modification. Tests used in this part of the investigation included 

head loss measurements i n  the entrance, velocity 

Fourth and modi,jcationr-Modeling clay was distribution i n  the penstock downstream from the 

on the entrance curves to form the same bends, pressure distribution on the entrance curve 

entrance shape as in the second modification, Head loss dynamic Of these. pressurest 
coefficients were virtually unchanged from those tuioulence measurements in the penstock, and a few 

obtained from the third modification. No ppssure I determine characteristics. 
distiibution or vortex characteristic tests. were 

Approach f low test conditions were with and without a 
trashrack a'; the entrance, and with the f low 

Additional modeling clay was added to the entrance approaching the entrance from directly in front or 
curves to form a curve that was approximately midway approaching from the left side so that the f low turned 
between the original curve and that usedfor the second nearly 90° t o  enter the penstock. The reason for 
and fourth modifications, Figure 7. The head loss having the flow enter from the side was to  more nearly 
coefficients increased and now ranged from 0.10 at low represent the true approach condition that will exist in 
Reynolds number to  0.16 at the high Reynolds the prototype structure. The earlier development tests 
number. The coefficient obtained at the high Reynolds had been made with the flow entering from in front; 
number indicated a prototype loss nearly as large as therefore, this test.$ondition was also continued so as 
would be obtained with the original entrance. 

.& :, 
~> ..\ 

. . 

.. , 

submergence at normal reservoir operating levels and 
thus should reduce the tendency for vortices to  form, 

: Figures 7 and 9. 

The curves at the portal of this entrance were the same 
as for the first modification. The three tests used to  
€valuate this concept were head loss, pressure 
distribution, and vortex tendency. 

The head loss measurement showed a significant 
improvement over the previous entrances. The head 
loss coefficient ranged from 0.083 at a Reynolds 
numberof 3 x  los  to  0.126 at 1 . 4 ~  lo6. A t  the higher 
Reynolds numbers, the coefficient curve appeared to  
be asymptotic, indicating that the head loss coefficient 
in the prototype structure would be close to 0.13. 

The pressure distribution .on the flow surfaces was 
about the same as with the f irst modification which 
had the same portal cude. The pressure drop 
coefficients obtained from the roof piezometers were 
between 1.2 and 1.3 near the portal, fell to about 0.5, 
near the gate slot, then gradually increased to  about 
1.1 in the rectangular-to-circular transition. The 
pressure drop coefficients along the sides were about 
the same near the portal but remained near the 1.2 to 
:.3 value down to  the transition, and dropped to just 
under 1.0 in the transition, Figure 10. 

W ~ t h  this entrance there was a slight intermittent 
tendency for a vortex t o  form between reservoir 
elevation 1250 and 1255. A strong, fairly consistenr 
vortex did not form until the reservoir water swface 

Recommended Entrance Studies 

The preliminary tests had shown that the penstock 
entrance should have a height-to-width ratio of 1-112:l 
and that the portal curve should have a compound 
radius. The entrance was redesigned incorporating 
these features but modifying the portal curve to 
include the stoplog guides and seat. Ineffect, the 
upstream end of the curves were cut off t o  allow a 
blockout for ultimate installation of the guides, Figure 
11. The entrance had compound radius curves at the 
portal on all four sides. The upstream ends of the 
curves were cut of f  to allow for the stoplog guides. The 
guides were placed so that they would not protrude ',' 
into an imaginary boundary that would be formed had 
the entrance curves been complete. lt wbs believed that 
this alinement would cause less turbulence at the 
entrance. Another difference from the earlier entrances 
was that the approach channel had to  be lowered 10 
feet. This required a curve on the invert of the 
entrance. 

The height-to-width ratio of the entrance was 1-112:l. 
and the area at the gate section was equal to the area of 
the penstock. The rectangular-to-circular rransition 
downstream of th,e gate section was 40 feet long and 
was symmetrical about the vertical centerline, but the 
convergence of the roof toward the horizontal . 
centerline was greater than the floor convergence. Four 
rbws of piezometers were installed: right side 
centerline, top right corner, top centerline, and left 
side centerline. A l l  features are shown in Fjgure 11. 





u u .2'vi , a  

piezometers were the same as with symmetrical 
approach flow. but the pressure drop coefficients along 

& 
o the top right corner were only 0.8 at the first 
q3:! .. . . ... piezometer and increased t o  1.3 a short distance 
% 1 
3 5 -  do&nstream, Figure 13. 
rn 
cn 

8 . . - . . . . . . , ,/ A Y roo centeriine :)' 
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Piemmeterr . :' Measurements were alsc made with flow approaching 
L a ,!.;: 1.0 from the side and maximum discharge diverted into the 

- 
,: penstock and an equal discharge allowed to  flow past 

=Pressure drop frak reservoir + O  pieiome!pr the penstockmtrance where it was diverted into a 
Y i Veloc i ty  in conduit ,.',, 
L = ~ o ~ i z o n w  d i ~ t m c e  from face of entrance':? 

bypass line, which simulared flow through more than 

oieiometer~ \ \  one penstock. This approach flow condition did not 
o i c ~ n d u i f  diameter $'.., significantly affect the pressure distribution in the 

PENSTOCK ENTRdNCE '.>~ entrance except along the right side, Figure'13. The 
\:. 
. .>..- pressure coefficients along the right side centerline 

F~~~~~ ,O. Pressure coefficienrs, modification, -:"?re Only 0.8 at the upstream end, dropped to 0.5 a 
I, short distance downstream, and then increased to 1.0 

-- ,. The low pressure coefficients indicated that the flow 
designs. Not all tests were made with all the possible impinged on the wall in this area. The force of the 
combinations o f  these approach conditions. impingement was not sufficient to  be of concern. 

however. 
Head loss coefficient.-The head loss coefficient for 
this configuration, that is, with the flow approaching Pressure fluctuations.-Instantaneous pressure 
from the front and no trashrack, was 0.08, Curve 1 on fluctuations were also measured at most of the 

Figure 12. This was a considerable improvement over piezometers that had been used to obtain the pressure 
the previous test. Apparently, eliminating the upstream coefficients. The pressure fluctuations indicate the 
end af the curve was more than compensated by degree of turbulence along the flow boundaries and 
placing the streamlined curve on the invert. When the whether instantaneous pressures exist that might be 
trashrack was installed the loss coefficient increased to significantly above or below an average pressure. 
0.125 (Curve Z,!.?-'-oss coefficients were not obtained 
with f low approa%hgfrom the side. 

piezometers, the total pre'ssure fluctuation was 
Pressure drop coefficients.-The effect of the flat between 6 and 23 inches (15 and 60 cm) of water 
surface at the upstream end o f  the curve was apparent (protowpe value). The greatest fluctuation always 
in the pressure distribution. In  the top right corner the occurred at the roof centerline piezometers and was 
piezometer at the" start of the curve indicated a beween 12 and 24 inches (30 and 60 cm) of water. 
pressure drop coefficient of 1.2, and at the second The frequency of fluctuation was about 1 hertz.The 
piezometer (one-half inch downstream) the drop fluctuation pattern was very regular with the 

, coefficient increased to 1.9, Figure 13. The top symmetrical approach flow but was uneven or irregular 
_+., centerline piezometers showed the same tendency, that for the two asymmetrical approach flow conditions. 

is, a coefficient of 1.2 at the first piezometer and 1.4 at 
the second piezometer. The coefficients remained high - VeIociN distribution in penstock.-Tests were made to 
in the corner. and at the centerline the coefficients determine the velocity distribution i n  the penstock for a 
gradually reduced to below unity, Figure 13. The both' symmetrical and asymmetrical approach flow.,+, 
piezometers on the right side centeriine registered a The velocity distribution was not obtained with partof 
pressure drop coefficient of 1.6 a t  the first'piezometer the flow bypassing the entrance. Because of the 
and gradually dropped to near 1.0 in the transition. physical limitations of rhe model, it wasnot possible to  

measure the velocity distribution between the entrance 
When the flow approached fromthe left side and all and the,, upper vertical bend. The velocity distribution 
was diverted into the penstock, the top centerline was obtained from vertical, horizontal, and diagonal 
piezometers showed an increase in the pressure drop. traverses with a pitot cylinder at stations 40 feet 
coefficient t o  2.5 at the first piezometer, gradually upstream and downstream from the lower vertical 
reduced to less than 0.8 at the start of the transition, bend. The pitot cylinder measurements were converted 
and then showed a sudden increase to 2.3 in the to the equivalent prototype velocitieswhich were used 
transition. Pressure drop coefficients at the right side to  draw the isovel diagrams shown on Figure 14. 
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REYNOLD'S  NO. x 

A. Symmetrical Entrance 

V = Velocity i n  40'- Dio. Symmetrical Approach Flow 
penstock . I. No troshrock 2. With troshrock 

6. Unsymmetricol Entrance 
Symmetricol Approach Flow 
3. No troshrock 
4. With trashrock 

Unsyrnmetricol Approoch Flow 
5. No troshrock 

, , 
Figure 12. Entrance head I&. 

The distance between the penstock entrance and the asymmetry along the boundaries of the penstock, 
velocity traverse station in the penstock and the fact measurementr were made to determine whether there 
that the flow went through the upper bend no doubt was turbulence or flow asymmetry in the flow not 
had some effect on the velocity pattern. However, it adjacent ta the boundaries. These measurements were' 
was felt that a comparison of ;he two isovel diagrams made by placing a pressure transducer on the total 
would show any effect of the approach flow (impact) head line of the pitot cylinder and recording 
conditions. The velocity distribution with the ; the pressure fluctuations on an oscillograph. The 
symmetrical approach flow showed that flow near the fluctuationr were obtained along the same traverses 
crown was at a slightly higher velocity than the average used for the velocity distribution measurements. The 
velocity, and in the lower le f t  quadrant thevelocity was oscillograph recordings are shown in the appndix. 
slightly below average. The higher velocity near the Plates 1 to  8. 
crown and reduced velocity near the invcrt could be 

( I )  [Symmetr ical  approach flow-40-foot 
(12.2-meter) diameter conduit] .-On the horizontal 

With the asymmetrical approach flow the velocity traverse pressure fluctuations were noticeable but 
distribution in the penstock was better than it had not considered extreme: magnitude was equivalent 
been with the symmetrical approach flow. There was to about 1.5 feet (0.46 meter) of water at a 
still a tendency for a higher velocity on the right ride, frequency of about 2 hertz. The fluctuations were 
but it was not as pronwnced as in the previous test. about the same across the full width of  the conduit. 
Downstream from the lower bend, the velocity The vertical traverse showed very slight pressure 
distribution in the penstock was very symmetrical fluctuations, less than a half foot (15 cml in 
except for a slight tendency toward lower velociw i n  magnitude at the same frequency as the horizontal 
the crown caused by the centrifugal effect of the flow traverse. In the diagonal traverse from left to right, 
going around the bend. Figure 14. the magnitude and frequency of the pressure 

fluctuations were about the same as for the 
Turbulence measurements.-A1 though the velocity horizontal traverse and were also the same across 
distribution had not indicated excessive flaw most of the conduit except for a section just below 
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L E F T  S IDE C E N T E R L I N E  P l E Z O M E T E R S  RIGHT SIDE CENTERLINE PIEZOMETERS 

Hd K = T  where Hd = Pressure drop f r o m  reservoir t o  plezometer and v =  V e l o c ~ t y  
I n  p e n s t o c k  
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PENSTOCK ENTRANCE 
Figure 13. Recommended design, pressure distribution. 



A. SYMMETRICAL APPROACH FLOW B. UNSYMMETRICAL APPROACH FLOW 

40- FT. DIAMETER PENSTOCK-40-FT. UPSTREAM FROM 

P C  OF LOWER BEND. AVERAGE VELOCITY = 2 7 . 7  FT./SEC.r 

G. SYMMETRICAL APPROACH FLOW D. UNSYMMETRICAL APPROACH FLOW 

35 FT. DIAMETER PENSTOCK-40-FT. DOWNSTREAM FROM 

PT. OF LOWER BEND. AVERAGE VELOCITY = 36.2 FT./SE(Z 

Figure 14. Velocity distribution in pe~istock, recommended &sign. 



and to the right o f  the center where the magnitude 
increased to  about 2.5 feet (0.76 meter) of water. 
The pressure fluctuations on the right-to4eft 
diagonal traverse were very similar in both 
magnitude and frequency to those obtained from 
the vertical traverse. These measurements indicated 
that there was more turbulence i?,:the f low in the 
lower part of the upper left quadratit and upper part 
of the lower right quadrant when the approach flow 
was syrnrnetrical. 

( 2 i  [Symmetr ica l  approach f low-35-foot 
(10.7-meter) d iameter condu i t ]  .-In the 
35.foot-diameter conduit downstream from the 
lower k n d ,  there were no turbulent areas except 
for a small section near the crown of the conduit 
along the vertical traverse. 

. . '< 

( 3 )  [Asymmet r i ca l  approach flow-40-foot 
(12.2-meter) diameter conduitl .-On the horizontal 
traverse the turbulence was about the same as had 
been determined with the syrnrnetrical approach 
flow. The vertical traverse indicated good flow 
conditions over the top two-thirds, but in the lower 
one-third, extreme turbulence was encountered. The 
magnitude of the pressure fluctuations was in the 
order of 3 feet (0.91 meter) of water at a frequency 
of about 2 hertz. Pressure fluctuations along the 
left-to.right diagonal traverse were negligible. Along 
the r ight - to- le f t  diagonal traverse, pressure 
fluctuations in the order of 2 to  2.5 feet (0.61 to  
0.76 meter) were measured. 

With the asymmetrical approach flow, two areas of 
turbulence were noted; the entire lower left 
quadrant had turbulent flow conditions, and the 
lower palf of the upper right quadrant showed 
turbulent conditions. 

(1) Head loss coefficient.-The head loss coefficient 
increased from 0.080 with symmetrical approach 
flow to  0.125 with asymmetrical approach flow. 

(2) Pressure drop coefficient along surface curves of 
the entrance.-On the top centerline the pressure 
d rop  coeff ic ient  increased from 1.4 with 
symmetr ica l  approach flow to  2.4 with 
asymmetrical approach flow. 

(3) Turbulence in penstock.-With asymmetrical 
approach flow the degree of turbulence increased, 
and there were more turbulent areas. 

In the tests for dynamic pressures along the entrance 
curve surfaces and velocity distribution in the 
penstock, very little difference was noted between 
symmetrical and asymmetrical approach flow. 

Flared Entrance Studies 

I t  was thought that i f  the entrance curves were flared 
along the crown and along the left side toward the 
direction from which the asymmetrical approach flow 
originated, some of the adverse f low conditions might 
be alleviated. To determine this, a new entrance was 
constructed. The 1 1 2 : l  height-to-width ratio, the 
area at the rectangular section (gate section) equal to 
the penstock area, and the compound radius entrance 
curves on the right side and invert were retained. The 
only change was to use a simple radius for the entrance 
curves on the crown and left side, Figure 15. 

j., 

', 
(41 [Asymmetr ica l  approach flow-35-foot 
(10.7-meter )  d iameter  c o n d u i t ] . - I n  the 
35-foot-diameter conduit the turbulent area covered 
the entire upper right quadrant. The pressure_ 
fluctuations were particularly violent near ttie- 
crown along the centerline. Flow in the remaining 
portion, of the conduit at this section was very 
stable. 

Summary o f  tests. -Generally speaking, flow 
conditions in the penstock with the recommended 
entrance were satisfactory. Some operating conditions 
gave rlse tc:,concern about the overall -ffectiveness, 
especially for asymmetrtcal approach f loh.  These are 

. summarized below: 

Tests used to evaluate-this concept were: (1) the 
entrance head loss; ( 2 )  pressure drop along the 
entrance curves; (3) dynamc pressures along the 
entrance curves; (4) velocity dlstrihution in the 
penstock; and (5) turbulence measurements in the 
penstock. 

Entrance head loss.-The entrance head loss coefficient 
with symmetrical and asymmetrical approach flow was 
0.109 compared to  0:080 for the symmetrical 
approach and 0.125 for the asymmetrical approach 
obtained with the symmetrical entrance, Figure 12 
(Curves 3. 4, and 5). The improved loss coefficient 
with asymmetrical approach flow showed that flaring 
the entrance in the direction of the approach f low 
allowed the wiiter to  enter smoothly, creating very 
little turbulence. 

Pressure drop coefficients.-Wit3 symmetrical approach 
flow there wasvery little change in the magnitude of 
the pressure drop coefficients. I n  some cases the high 
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Figure 16. Flared entrance. Pressure distribution. 

t w o  entrances for the asymmetrical approach head loss coefficient. ~.?sed on these two criteria, the 

condition. For four of the five evaluation points (head symmetrical entrance as shown on Figure 1 1  was used 
loss, pressure drop coefficients, pressure fluctuation on for the prototype installation. 
surfaces, and velocity distribution in penstock) the 
flared entrance proved slightly more advantageous. The Trashrack Studies 
f i f th  evaluator (turbulence in penstock) was much 
worse with the flared enzrance, particularly in the A scale model of the proposed trashrack design was 
35-foot (10.7-meter) diameter section. It was felt that constructed for the penstock entrance, Figure 18. The 
turbulence at the entrance to the scrollcase would model represented to scale, the width, length, and 
adversely affect the turbine operation and that the best spacing o f  all the bars and structural members. 
possible scrollcase entrance conditions should be used. . .?i 

Also, the flared entrance would require larger and --Tti,! following observations were made to  determine 
heavier stoplogs to span the wider opening. The t h e  effect of the trashrack in front of both the 
expense of the larger stoplogs would probably more symmetrical and flared entrance with symmetrical 
than offset the cost savings derived from the lower aporoach flow. ... 

I 





Figure 18. Trashrack in front of penstock entrance. Photo 
P1222-D-74686 

Head loss coefficient.-The trashrack increased the loss 
coefficient for the symmetrical entrance from 0.080 t\a. 
0.125. The trashrack did not change the head loss 
coefficient for the flared entrance. 

Presure drop coefficient.-The trashrack did not affect 
?!?? pressure drop coefficients for the flared entrance. 
Thk observation was not made with the symmetrical 
entrance. 

Velocity distribution.-(This comparison was made 
with only the flared entrance.) The trashrack seemed 
to make minor changes in the velocity distribution in 
the penstock, Figure 19. For the 40-foot (12.2-met~.:;.: 
diameter section, the elevated and reduced veloci$,.\ 
areas rotated about 30° counterclockwise; in the?< 
35-foot (10.7-meter) diameter section, a reduced 
velocity core formed in the center o f  the section. Even 
with these anomalies the velocity distribution was 
excellent. 

Condusions.-The trashrack wil l  increase the head loss 
through the structure and tend to  smooth out some 
flow irregularities in the penstock. 

studied in the model. The upper elbcw has a 45O 
vertical bend with a 160-foot (48.8-meter) radius. The 
degree of curvature and radius of the upper elbow had 
been f i x e d  by  s t ruc tura l  and construction 
considerations and would not be changed unless the 
hydraulic investigations showed that they were entirely 
inadequate. However, both the degree of curvature and 
radius of curvature were considered to be conservative; 
subsequent tests confirmed this. 

The configuration of the lower elbow was not 
restricted by these considerations, so three different 
elbows were tested to determine the most efficienf and 
economical combination, Figure 20. The penstock 
from the intakeat the reservoir to the lower elbow was 
40 feet (12.2 meters) in diameter. The entrance to the 
scrollcase approximately 20 feet (6.1 meters) 
downstream from the P,.T. of the lower elbow was 35 
feet (10.7 meters) in diameter. A means of reducing 
the, penstock. diameter was included in the lower elbow 
design. The three elbows tested were a 45O. 140-foot 
(42.7-meter) radius with the penstock diameter 
reducing from 23 t o  35 feet; a 45O, 100-foot 
130.5-meter) radius with the penstock diameter 
reducing from 40 to 35 feet; and a 45O. Iflo-foot 
radius constant 40-foot diameter, followed by s 
20.foot-long cone to reduce the penstock diameter to  
35 feet. 

Two tests were used to evaluate the lower bend One 
was to measure the velocity distribution at the P.C. of 
the bend and 35 feet (one diameter) downstream from 
the P.T. of the bend. The second test was to determine 
the energy loss between the same two points. 

The vslocity distribution was obtained by making 
vertical, horizontal; and diagonal velocity traverses 
across the penstock and plotting isovels from these 
data. The energy loss was obtained by subtracting the 
sum of the measured pressure head and, the computed 
velocity head at the downstream'station (P.T.) from 
the sum of  the measured.?,pressure head and the 
computed velocity head at the upstream ststion (P.C.). 
For purposes of comparison, the loss has been 
expressed as a loss coefficient. K, which i s  the energy 
loss div ided by the velocity head in the 
40-foot-diameter conduit. The head loss measurements 
were obtained for model Reynolds number range 
between 3 x 10' and 1.1 2 30" The Reynolds number 
for prototype operation will be approximately 1 x 10'. 
but the model studies showed that the head loss 
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Fqure 19. Effect of trarhrack on veloctty d~str$butlan. ' 

coefficients did not change significantly for Reynolds ;nd 140-foot (42.7-meter) radius reducing diameter 
numbers greater than 5 x lo5.  In  determining the loss elbows. These loss coefficients were not excessive and 
coefficients the friction loss was not separated from indicated that the three configurations would be 
the total loss. equally satisfactory. 

Upper bend.-The velocity distribution upstream and 
downstream of the upper elbow was not determined; 
however, the velocity distribution upstream of the 
lower elbow indicated that the flow was not 
excessively upset by the upper elbow. Figure 21. The 
velocity near the c i o m  of the penstock was slightly 
higher than in the invert, which would be excected as a 
result o f  the centrifugal force of the flow going around 
the bend.Also, the velocity in the lowerleft quadrant 
was 4 to  5 feet (1.2 to  1.5 meters) per 2econd lower 
than in the lower right quadrant. *, 

Velocity distribution.--The three el bow configurations 
gave almost the same velocity. distribution at the 

:.:,downstream entrance to  the scrollcase, Figure 21. The 
14d-foot-radius reducing diameter elbow and the elbow 
with the reducing cone showed a very minor higher 
velocity in ' the lower right quadrant, and the 
i00-foot-radius reducing diameter elbow showed a very 
small low velocity area in the center. Al l  three c' 
configurations indicated a lower velocity at the crown 
-and higher velocity on the invert due to  the centrifugal 

- force of the f low going around the bend. 

The energy loss caused by the upper elbow was 0.08 The model studies indicated no apparent advantages 
velocity head, typical for a 45O elbow with thisradius for any one of the elbows. The 100-foot-radius 
o i  curvature_(0,03 velocity head for friction loss and reducing diameter elbow was selected fo r  prot3type 
0.05 "-locity head for bend loss). in~ta l la t jon:~  ... . 

,. t .. 
: .. Lowerbends-energy loss.-The energy loss coefficients Small Entrance Studies 

were essentially the same for th? three configurations 
testsd. The loss coefficient varied from 0.10 for the . The hydraulic characteristics of the entrance were so ~ ' 

100:foot (30.5-meter) radius elbow with conical satisfactory ;that it was thought a ,smaller entrance 
reducing section t o  0.11 for,:both the 100-foot-radius might prove'adequate and would be.:more economical. 





VELOCITY PATTERN I N  
40 -FT .  DIAMETER PENSTOCK U.S. 

FROM P.C. O F  L O W E R  BEND 

VELOCITY PATTERN I N  
3 5  -FT. DIAMETER PENSTOCK D.S. 

FROM P.T. OF 140 FT. RADIUS 
REDUCING BEND 

Figure 21. Effect of bend configu rat, 

VELOCITY PATTERN I N  
35 -FT .  DIAMETER PENSTOCK D.S. 

FROM P.T. OF 100 FT. RADIUS 
REDUCING DIAMETER BEND 

VELOCITY PATTERN I N  
35-FT. DIAMETER PENSTOCK D.S. 

FROM 100 FT. RADIUS BEND 
WITH REDUCING CONE 

o n  an veioc~ty dlrtr~but~on. 



1-1/2:1 'height-to.width ratio and the geometry of the 
entrance curves of the larger entrance were retained, 
Figure 22. The 40-foot (12.2-meter) long transition 
between the entrance section and the penstock was 

.. also retained, although the geometry of the transition 
was modified to  accommodate the change in area. 

Three tests made to evaluate this entrance were th<> 
head loss caused by the entrance and transition, the 
pressure distribution along the boundaries, and the 
degree of turbulence at the same piezometers used to  
measure the pressure distributi?;. As a result of these 
tests, velocity traverses in the penstock were not made. 

Head loss.-The head loss measurements were taken for 
a model Reynolds number range from 3 x l a5  to  1.1 x 
lo6, the same as for the other entrances. The head loss 
coefficient for this entrance ranged from about 0.17 at 
the low Reynolds number to  0.12 for the high value. 
Figure 23. From the shape of the curve, the projected 
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Pressure disfriburion.-Piezometers to measure the 
pressure distribution were placed on the right and left 
side centerlines, the top right corner, and the top 
centerline 

The pressure drop coefficients obtained from these 
measurements showed excessively high pressure drop 
b o t h  a t  the entrance and  th rough  the 
rec tangular - to-c i rcu lar  transition, Figure 24. 
Instantaneous pressure fluctuations at these 
piezometers were also greater than had been notec ;n 
the recommended design. At most piezometers the 
fluctuations were from 2 to 6 feet 10.06 to  0.18 meter) 
of water in magnitude at a frequency of about 2 hertz. 

Because of the adverse f low cond~tions in this entrance, 
no further tests were made and it was considered 
madvisable to investigate smaller entrances. 
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Ffgure 23. Entrance head loss 



Hd 
K =  where Hd = Pressure d rop  f r o m  v2  - 

29 reservo i r  t o  piezorneter. V = Velocity 

i n  penstock.  

L =  Horizontal  distonce f rom face o f  entrance. 

D =  Penstock diameter. 

PENSTOCK ENTRANCE 
<, .',, 

~igu're 24. 0.9:l ratio of entrance area to penrtock ares, pressure distribution. ;I 
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IMPACT HEADS FOR HORIZONTAL 
TRAVERSE-SYMMETRICAL (Sl AND 

NONSYMMETRICAL iNS1 READINGS IN 
STEPS FROM LEFT WALL 

11-712" CONDUIT 

PLATE 1 
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IMPACT HEADS 
HORIZONTAL TRAVERSE 

10" CONDUIT 
DISTANCES ARE INCHES FROM LEFT SIDE 



IMPACT HEADS FOR VERTICAL 
TRAVERSE-11-112" CONDUIT 

SYMMETRICAL IS) VS. NONSYMMETRICAL (NS) 
READINGS IN STEPS FROM INVERT LINE 

PLATE 3 
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IMPACT HEADS 
VERTICAL TRAVERSE 

10" CONDUIT 
DISTANCES ARE INCHES ABOVE INVERT 
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IMPACT HEADS 
DIAGONAL FROM LEFT TRAVERSE 

10" CONDUIT 
DISTANCES ARE INCHES FROM LEFT SIDE 

PLATE 6 
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CCKVERSlON FACTORS-BRITISH TO METRIC UNITS OF MEASUREMENT 

The foliowiii i m~version faitarr adopred by the Bureau of Reclamation are rhore pubiirhed by the American 
S%iE;, tor Tciling and Materials (ASTM Metric Practice Guide. E 380.681 except that additional factors ('I 
csramooly u ~ d  in the Bureau have been added. Further discussion of definitions of quantities and units is given in 
ihc ASTE Ml t i ic  Practice Guide. 

Tltc metric crlit: and mnverrion factorr adopred by thCASTM are bared on rhe "International Syrrem of Unia" 
(dcrignalcd Si for Syrteme Infernational d'uniterl, fixed by the lnrernational Comminee for Weights and 
Mearuicr: mis syrtzm 4% also known ar me Gioryi or MKSA (rneter.kilogram Imasrl-rccond-ampere) system. This 
wPnm hr9 S r m  adopred by thc int.roatiooal Ormniwtioo for Standardization in IS0 Recommendation R-31. 

:hat force which, when applied to a body having a mars of I kg, giver i t  an acceleration of 1 mlreclrec. There unitr 
must be distinguished from the (incoonant) local weight o f  a body having a mas of 1 kg, that is. the weight of a 
twdy is that farce with which a body ir attracted to  the earth and is equal t o  the mas of a body mvlriplied by the 
acceleration due to  gravity. Howwer. because i t  is general practice to ure ''pound" rather than the technically 
correct term "pound.force." the term "kilogram" (or derived mars unit) has been "red in this guide instead of 
"kilogram.faics" in exprerriny the conversion factors for forces. The newton unit o f  force will find increasing use. 
and is esrential i n  SI unitr. 

Where approximate or nominal English units are ured to expren a vaiue or range of valuer, the converted metric 
units in parentherer are also approximate or nominal. Where precise Englirh unitr are ured. the converted mctric 
unitr are exprelred sr equally rign~ficant valupi. 

Table I 

. . . . . . . . . . . . . . . . . . . .  Fluid ouncer(U.S.1 . . . . . . .  29.5737 Cubic centlmeterr . . . . . . . . . . . . . . . . . . . . . .  Fluid ounces (U.S.1 . . . . . . .  29.5729.. Milliliters . . . . . . . . . . . . . . . . . .  . Liquid pints IU.S.1 . . . . . . . .  0.473179 Cubicdecimeters . . . . . . . . . . . . . . . . . . . . . . . .  Liquid pints IU.S.1 . . . . . . . .  0.473156 Literr 
ousns (U.S.1 . . . . . . . . . . . . . . . . . . .  . . . . . . . . . . . .  '946.358 Cubic centimeters 
Q"arts (US.) . . . . . . . . . . . . . . . . . . . . . . . .  '0.946331 Liters . . . . . . . . . . .  . . . . . . . . . . . . . . . . . . . .  Gallons IU.S.1 . . . . . . . . . . .  '3,766.43 Cubic centimeters . . . . . . . . . . . . . . . . . . .  Gallon5 (U.S.1 . . . . . . . . . . .  3.78543 Cubic decimeters 

. . . . . . . . . . . . . . . . . . . . . . . . .  Gsllonr (U.S.1 . . . . . . . . . . .  3.78533 Lilerr 
Gallonr(U.S.I . . . . . . . . . . . . . . . . . . .  '0.00378543 Cubic meters . . . . . . . . . . .  . . . . . . . . . . . . . . . . . . .  . . . . . . . . . .  Gallons (U.K.1 4.54609 Cubic decimeters . . . . . . . . . . . . . . . . . . . . . . . . .  Gallons (U.K.1 . . . . . . . . . .  4.54596 Liters 

. . . . . . . . . . . . . . . . . . . . . . . .  . . . . . . . . . . .  Cubic feet I:. 2 8 . 3 1 m . .  Liters 
cubic yards?. . . . . . . . . . . . . . . . . . . . . . . . . . . .  '764.55 Literr . . . . . . . . . .  . . . . . . . . . . . . . . . . . . . . . . . .  ~ c r e f e o t i  . . . . . . . . . . . . .  '1,233.5 Cubic meterr 
A ~ & &  . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  '1.233.500 Liters . . . . . . . . . . . . .  

,. -.-, 

QUANTITIES AND UNITS OF SPACE 

Multtplv BY To o b t m  

LENGTH i'. 

Ms . . . . . . . . . . . . . . . . .  
inches . . . . . . . . . . . . . . .  
Inch- . . . . . . . . . . . . . . .  
Feet . . . . . . . . . . . . . . . .  

25.4 (exactly! . . . . . . . . . . . . . . . . . . . . . .  Micron;: 
25.4 (exactly) . . . . . . . . . . . . . . . . . . .  Millimeter? 

2.54 [exst lvl '  . . . . . . . . . . . . . . . . . .  Cenrimeteis 
30.48 lexacrlyl . . . . . . . . . . . . . . . . . .  Centimeter* 

. . . . . . . . . . . . . . . . . . .  Feet . . . . . . . . . . . . . . . .  0.3048 lexactlylf Meters 
. . . . . . . . . . . . . .  Feet . . . . . . . . . . . . . . . .  0.0W3048 (exactlyl* Kilometers 

. . . . . . . . . . . . . . . . . . . .  Yards . . . . . . . . . . . . . . .  0.9144 (exactlvl Meterr 

. . . . . . . . . . . . . . . . . . . .  Miles (rtarutel . . . . . . . . . .  1,609.344 1exactlyl' Mews  
. . . . . . . . . . . . . . . .  Miles . . . . . . . . . . . . . . . .  1.609344 (exactly1 Kilometers 

-- 

. . . . . . . . . . .  . . . . . . . . . . . . .  Square inches 6.4516 lexactlyl Square centimeters 
Square feet '929.03 Square centimeters . . . . . . . . . . . . . . . . . . . . .  . . . . . . . . . . . .  

. . . . . . . . . . . .  . . . . . . . . . . . . . . . . . . . . .  Square feet 0.092903 Square meters . . . . . . . . . . . . . . . . . . . .  Square yards . . . . . . . . . . .  0.836127 Sqvare rnerecr 
Acres . . . . . . . . . . . . . . . . . . . . . . . .  .0.4M69 Hectares . . . . . . . . . . . . . . . .  
Acrer . . . . . . . . . . . . . . . . . . . . . . . .  '4.046.9 Square meters . . . . . . . . . . . . . . . .  
Acrer . . . . . . . . . . . . . . . .  . . . . . . . . . . . . . . . .  '0.OMM69 Square kilometers 

. . . . . . . . . . . . . . . . . .  Square miles . . . . . . . . . . .  2.58999 Square kilometers - 

. . . . . . . . . . . . . . . . . . .  Cubic inches . . . . . . . . . . .  16.3871 Cubic sentimererr 
. . . . . . . . . . . . . . . . . . .  Cubic feet . . . . . . . . . . . . .  0.02831 68 Cubic meters . . . . . . . . . . . . . . . . . . . .  . . . . . . . . . . . .  Cubic yards 0.764555 Cubic meterr 

CAPACITY 



Table I1 Table 11-Conmud 

OUANTITIES AN0 UNITS OF MECHANICS hlvltipiv Tu obtrln 
- 

MulUply - R v  Toobialn WORK AND ENERGY. 

Grains il!7,O03lhl . . . . . . . . .  64.79891 :;xarflyl . . . . . . . . . . . . . . . . . . . . . . .  Mlipramr 
Tmy rrunrcr (480 grain4 . . . . . .  31,1035 . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  Grrmr 
Ounie~laudpl . . . . . . .  ./ . . .  28.3495 . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  Grams 
Pounds IiiMlpl . . . . . . . . . . . .  0:45359237 lexactlyl . . . . . . . . . . . . . . . . . . . . . .  Kilogranlr 
Shon 1onrl2.000 lbl . . . . . . . .  901.185 . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  Kilogramr 
shon tans I2.OWlbl . . . . . . .  0.907165 . . . . . . . . . . . . . . . . . . . . . . . . . . .  Metrictons 
~ o n g t o m  12.2401bl . . . . . . . .  1,01605 . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  Kilogrrmr -- 

FORCEtAREA 

~ouodspermare  inch . . . . . . .  0.070307 . . . . . . . . . . . . . . . .  ~ilogramr perquarecentimster 
Pounds per r~usre inch . . . . . . .  0.689476 . . . . . . . . . . . . . . . . .  Newlonr per quarccen~imiter 

. . . . . . .  . . . . . . . . . . . . . . . . . . . .  vmnds per square f c a  4.88243 Kilograms per muare meter 
vounds per g u m  foot . . . . . . .  47.8803 . . . . . . . . . . . . . . . . . . . . .  Navlonl per wjuare meter -- 

.. MASSIYOLUME IOENSITYI 

Tonrliangl per cubic yard . . . .  1.32894 . . . . . . . . . . . . . . . . . . . .  G r a m r p i ~ ~ b i c ~ a n l i m e l . r  

- -. MASSICAPALJTY 
\i 

owcas per gallon 1u.s.1 . . . . . .  7.4893 . . . . . . . . . . . . . . . . . . . . . . . . . . .  Gramrpsr bits: 
. . . . . .  . . . . . . . . . . . . . . . . . . . . . . . . . . .  ouncer~ergalion {U.K.) 6.2362 Gramrper liter 

~aundrpcrgaiion 1u.s.1 ...... I 19.829 . . . . . . . . . . . . . . . . . . . . . . . . . . . .  Gramrwr liter 
Pounds per gallon IU.K.1 . . . . . .  99.779 . . . . . . . . . . . . . . . . . . . . . . . . . . . .  Gram~per titer 

BENDING MOMENT OR+TOROUE 

. . . . . . . . . . . . . . . . . . . . . . . . .  inch-pounds . . . . . . . . . . . . .  0.011521 Meter-kiloyiam5 
Inchpounds . . . . . . . . . . . . .  1.12985 x 106 . . . . . . . . . . . . . . . . . . . . . .  Centimeler-dynes 
F o o f p u l ~ d l  . . . . . . . . . . . . .  0.138255 . . . . . . . . . . . . . . . . . . . . . . . . .  Meter-kilogram$ 
Faof-pounds . . . . . . . . . . . . .  1.35587 x lo7 . . . . . . . . . . . . . . . . . . . . . .  Centimeterdynes 
Fmbpoundr per inch . . . . . . . .  5.4431 . . . . . . . . . . . . . .  Contimctcrki logrrm~~~r~cnt imit t t  
Ounce-inchss . . . . . . . . . . . . .  7 2 W 8  . . . . . . . . . . . . . . . . . . . . . . . . . .  Gramr~ntimererr 

VELOCITY 

Feel per w m M  . . . . . . . . . . .  30.48 lexactlvl . . . . . . . . . . . . . . . . . .  Centimelerr par second 
Feet perrscand . . . . . . . . . . .  0.3M8 leractlyl' . . . . . . . . . . . . . . . . . . .  Melcrrllcr mcond 
Feet peryoar . . . . . . . . . . . . .  '0965873 x 10-6 . . . . . . . . . . . . . . .  Ccntimetempcr v l rmd 
Milcspw hour . . . . . . . . . . . .  1.609344 lexartlyl . . . . .  .-: . . . . . . . . . .  KilornGt~rrper hmn 
Mibr pw hour . . . . . . . . . . .  0.44701 iexsrtiyl . . . . . . . . . . . . . . . . . . .  Meters per second 

/i 
ACCELERATION. 

I /  
Feetoor xcond2.  . .I[. . . . . . .  '0.3048 . . . . . . . . . . . . . . . . . . . . . . . . .  Meters perrccond2 - 

".:,,'.I 
FLOW 

Cubic feet per rccond 
~ r ~ ~ d - f e e t l  . . . . . . . . . . . .  '0.0283n . . . . . . . . . . . . . . . . . . . . .  cubicmstsrrpcr mend 

Cubic 1-t per minute . . . . . . . .  0.4719 . . . . . . . . . . . . . . . . . . . . . . . . . .  Liierlper wcond 
~ a l l o n ~ l U . s . ~  per minute . . . . . .  0.06309 . . . . . . . . . . . . . . . . . . . . . . . . . .  ~ i i e r r  per second 

Oritirh thermal unit lEtul . . . . .  '0.252 . . . . . . . . . . . . . . . . . . . . . . . . . . .  K'logromcalariel 
Biitirh lhermsl unit?Intul . 1.055.06 . . . . . . . . . . . . . . . . . . . . . . . . . . . .  lnular 
Etu per pound . . . . . . . . . . . .  2.376 i~xac i l v l  . . . . . . . . . . . . . . . . . . . . . . .  Jmulcrocigrrm 
Foot-paundi . . . . . . . . . . . . .  '1.35582 . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  Joules -- 

POWER 

Horsepower . . . . . . . . . . . . .  745.700 . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  Wrttr 
Btu per hour . . . . . . . . . . . . .  0.793071 . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  wait. 
Fool-oorndr per remnd . . .  1.35582 . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  Wattr 

.- IHEAT T R A N S F E R -  - 
Biu in./hr lt2degree F Ik. 

thermal ranductivityl . . . . .  .., 1.442 . . . . . . . . . . . . . . . . . . . . . . .  Miiliwrlldcm d~giecC 
8tu in.lhrf12degree F ik, ' 

. . . . . . . .  . . . . . . . . . . . . . . . . . . . . . .  thermal sonduetivityl 0.1240 : Kgrullhr mdegrcc C 
. . . .  . . . . . . . . . . . . . . . . . . . . .  8lu filhr fl2 degree F '1.4880 Kg cal nllhi m7 degree C 

Btulhr h2deWe F IC. 
. . . . . . .  . . . . . . . . . . . . . . . . . . . . . . .  thermal mnduetaneel 0.568 ~ i l l i w ~ l t d ~ ~ ~  dear.. C 

Bfulhi lt2degrc0 F IC. 
. . . . . . .  . . . . . . . . . . . . . . . . . . . . . . . .  thermal ccmdurtmcel 4.882 Kg wllhr m2 degree C 

Degree F hr I!~!B~Y iR. 
. . . . . . . .  . . . . . . . . . . . . . . . . . . . . . . .  thsrrnal nrisfancel 1.761 O ~ ~ e e ~ ~ ~ ~ l ~ i i l i w a l l  

. . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  Olulihdegree F Ic. heat w p x i t y l  4.1868 JlrldegroeC 
. . . . . . . . . . .  . . . . . . . . . . . . . . . . . . . . . . . . . .  ~tt~!lbdogrec F '1.000 Cullgram degree C 

. . . .  . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  ~ r ~ l h r  ithnrmal diffulivityl 0.2581 cm2/rec 

. . . .  . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  ~121hr lihermal diffurivilyi '0.09780 M2/hr 

WATER VAPOR TRANSMISSION 

~ r a i n r h r  1t2 l w r t n  v w a l  
. . . . . . . . . . . .  . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  tranlmiuionl 16.7 Grmd24 h i  m2 

. . . . . . . . .  . . . . . . . . . . . . . . . . . . . . . . . . . . . . .  .. Pcims (pcimeancel 0.G59 Metric perm5 
. . . . .  . . . . . . . . . . . . . . . . . . . . . . . .  Perm-inches lpermcahilifyl 1.87 Melricperm~enlirnofsi 

OTHER CIUANTITIES AND UNITS 

Mulhply 0" To obtain 

Cubicfeetpersquarefoof PPP day I reemel  . . . .  - 3 M 8  . . . . . . . . . . .  Liters w r w a r e  melerpor day . . . . . .  . . . . . . .  Pound-rconds perquarefool lvinori iyl '4.8824 Kilogram vlcond prrqvsremewr 
Square feel per s r m d  lu i~rol i tv l  . . . . . . . . . .  'B092903 . . . . . . . . . . .  Squricmctarr per rscond 
Fahrenheildwroer (~haogel. . . . . . . . . . . . . .  519 exarllr . . .  Cdriuror Kelvindegress Ichunp2l. 
Val& wr mil . . . . . . . . . . . . . . . . . . . . . .  0.03937 . . . . . . . . . . . .  Kiiovollr ocr millimmer 
L u m m  per square foot 1hot.candlerI . . . . . . . .  

. . . . . . . . . . . . . .  0hm.cimulur mils p r  :oar 
MiiliruriEr per rub ic fmt  . . . . . . . . . . . . . . .  
Milliamps wrrguare f m l  . . . . . . . . . . . . . . .  
Gallon, pci rpuaro Wid . . . . . . . . . . .  . I ,  . . .  
Poundlpe'inch . . . . . . . . . .  ;.. . . . . . . . . .  

10.764 . . . . . . . . . . . .  Lumanrper square meter 
. . . . . .  0.031662 Ohm-rwrm millimcferr per meter 

. . . . . . . . . . .  -35.3147 Millieuricrpercubic meter 
'10.7639 . . . . . . . . . . .  Milliarnor per rguarc meter 

. . . . . . . . . . . .  '4.577219 Lilerrperrguare meler 
'0.17658 . . . . . . . . . . .  Kilognmr per cenllmeter 

&YO l i l i .188 
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ABSTRACT :L . . 
ABSTRACT 

Coulee Dam. The initial entrance with a 2:l height-to-width ratio, entrance area equal to 1 Coulee Dam. The initial entrance with a 2:l height-towidth ratio. entrance area equal to 
penrtock area, and a rmall radiur entrance curve indicated excerrive head lors and poor. : penrtock area, and a small radius entrance curve indicated excessive head loss and poor 
Pressure distribution along the flaw,rurfaees. A longer compound radiur entrance CuNe : prerrure distribution along the flow rurfacer. A longer compound radiusentrance curve 
reduced the head lors and improved'the pressure distribution along the flow surfacer. A . reduced the head lorr and improved the pressure distribution along tho flow rurfa&. A 
more economical entrance with a 1-1/2:1 height-to-width ratio and the compound radiur : mare economical entrance with a 1-1/2:1 height-to-width rsrio and the compound radiur 
eltrance curve showed excellent hydraulic characterirticr and war selected for prototype : entrance curve showed excellent hydraulic characteristics and war relected far prototype 
installation. The proposed trashrack wil l  add to the head lorr but wil l  not affect other : installation. Typ roposed  trashrack wil l  add to the head loir but will not affect other 
flow conditions. A model with flared entrance curves onthe left side and roof was also . flow conditionr. A.:model with flared entrance curves on the left rideand roof war also 
tested but shoved no significant improvementr in  f low characterirtics. A model with the : tested but showed "&iqnificant improvementr in  flawcharacteristicr. A model with the 
entrance area equal t o  9110 the penstock are~Jndicsted excessive head loss and poor : entrance area equal t o  9i10 the penstock area indicated excessive head loss and poor 
pressure conditions. Vortex obrervationr indicated the'porribi l i ty of air-entraining pressure conditions. Vortex observations indicated the porribiiity of air-entraining 
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